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Each drinking water outlet should be flushed individually; flushing a toilet will not flush your water fountains.  All flushing should be recorded in the Flushing Log (Attachment E) for each school and completed prior to sampling to allow the required stagnation time. 

· Locate the faucet furthest away from the service line on each wing and floor of the building, open the faucets wide, and let the water run for 10 minutes. This 10-minute time frame is considered adequate for most buildings.

· Open valves at all drinking water fountains without refrigeration units and let the water run for roughly 30 seconds to one minute, or until cold.

· Let the water run on all refrigerated water fountains for 15 minutes. 

· Open all kitchen faucets (and other faucets where water will be used for drinking and/or food preparation) and let the water run for 30 seconds to one minute, or until cold.
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